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DEPARTMENT OF ENERGY
10 CFR Parts 429 and 430
[EERE-2019-BT-TP-0037]

RIN 1904-AE83

Energy Conservation Program: Test
Procedure for Consumer Boilers

AGENCY: Office of Energy Efficiency and
Renewable Energy, Department of
Energy.

ACTION: Final rule.

SUMMARY: The U.S. Department of
Energy (“DOE”) amends its test
procedure for consumer boilers
established under the Energy Policy and
Conservation Act. This rulemaking
fulfills DOE’s obligation to review its
test procedures for covered products at
least once every seven years. The
revisions include: incorporating by
reference the latest versions of the
industry standards currently referenced
in the Federal test procedure; relocating
the test procedure to a new appendix
separate from the residential furnace
test procedure; removing an extraneous
definition from its regulatory
definitions; and making clarifying
corrections to calculations. These
revisions will improve the
representativeness of the test method
and will not be unduly burdensome to
conduct.

DATES: The effective date of this rule is
April 12, 2023. The amendments will be
mandatory for product testing starting
September 11, 2023.

The incorporation by reference of
certain material listed in the rule is
approved by the Director of the Federal
Register as of April 12, 2023. The
incorporation by reference of certain
other material listed in the rule was
approved by the Director of the Federal
Register on March 23, 2009, and
February 16, 2016.

ADDRESSES: The docket, which includes
Federal Register notices, public meeting
attendee lists and transcripts,
comments, and other supporting
documents/materials, is available for
review at www.regulations.gov. All
documents in the docket are listed in
the www.regulations.gov index.
However, not all documents listed in
the index may be publicly available,
such as those containing information
that is exempt from public disclosure.

A link to the docket web page can be
found at www.regulations.gov/docket/
EERE-2019-BT-TP-0037. The docket
web page contains instructions on how
to access all documents, including
public comments, in the docket.

For further information on how to
review the docket, contact the
Appliance and Equipment Standards
Program staff at (202) 287-1445 or by
email: ApplianceStandardsQuestions@
ee.doe.gov.

FOR FURTHER INFORMATION CONTACT:

Ms. Julia Hegarty, U.S. Department of
Energy, Office of Energy Efficiency and
Renewable Energy, Building
Technologies Office, EE-2], 1000
Independence Avenue SW, Washington,
DC 20585-0121. Telephone: (240) 597—
6737. Email: ApplianceStandards
Questions@ee.doe.gov.

Ms. Amelia Whiting, U.S. Department
of Energy, Office of the General Counsel,
GC-33, 1000 Independence Avenue SW,
Washington, DC 20585-0121.
Telephone: (202) 586—2588. Email:
Amelia. Whiting@hq.doe.gov.
SUPPLEMENTARY INFORMATION: DOE
maintains material previously approved
for incorporation by reference in part
430: ANSI/ASHRAE 103-1993 and
ASTM D2156-09 (Reapproved 2013).
DOE incorporates by reference the
following industry standards into 10
CFR part 430:

ANSI/ASHRAE Standard 41.6—-2014,
“Standard Method for Humidity
Measurement,” ANSI-approved July 3,
2014 (“ASHRAE 41.6-2014").

ANSI/ASHRAE 103-2017, “Method of
Testing for Annual Fuel Utilization
Efficiency of Residential Central
Furnaces and Boilers,” ANSI-approved
July 3, 2017 (“ASHRAE 103-2017").

Copies of ANSI/ASHRAE 41.6-2014
and ANSI/ASHRAE 103-2017 can be
obtained from the American Society of
Heating, Refrigerating and Air-
Conditioning Engineers, Inc. (ASHRAE),
180 Technology Parkway NW, Peachtree
Corners, GA 30092, (800) 527—4723 or
(404) 636—8400, or online at
www.ashrae.org.

ASTM International (“ASTM”’)
Standard D2156—-09 (Reapproved 2018),
“Standard Test Method for Smoke
Density in Flue Gases from Burning
Distillate Fuels,”’approved October 1,
2018 (“ASTM D2156-09 (R2018)”).

Copies of ASTM D2156—-09 (R2018)
can be obtained from ASTM
International, 100 Barr Harbor Drive,
P.O. Box C700, West Conshohocken, PA
19428-2959 or online at www.astm.org.

International Electrotechnical
Commission (“IEC”) 62301, “Household
electrical appliances—Measurement of
standby power,” (Edition 2.0) 2011-01
(“IEC 62301”).

Copies of IEC 62301 can be obtained
from the International Electrotechnical
Commission (“IEC”), 3 Rue de Varembe,
Case Postale 131, 1211 Geneva 20,
Switzerland; or online at
webstore.iec.ch.

See section IV.N of this document for
a further discussion of these standards.
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I. Authority and Background

Furnaces, which include consumer
boilers, are included in the list of
“covered products” for which the U.S.
Department of Energy (“DOE”) is
authorized to establish and amend
energy conservation standards and test
procedures. (42 U.S.C. 6291(23); 42
U.S.C. 6292(a)(5)) DOE’s energy
conservation standards and test
procedures for consumer boilers are
currently prescribed at 10 CFR
430.32(e)(2) and 10 CFR part 430,
subpart B, appendix N, Uniform Test
Method for Measuring the Energy
Consumption of Furnaces and Boilers
(“appendix N”’), respectively.? The
following sections discuss DOE’s
authority to establish test procedures for
consumer boilers and relevant
background information regarding
DOE’s consideration of test procedures
for this product.

A. Authority

The Energy Policy and Conservation
Act, Public Law 94-163, as amended
(“EPCA”),2 authorizes DOE to regulate
the energy efficiency of a number of
consumer products and certain
industrial equipment. (42 U.S.C. 6291—
6317) Title III, Part B of EPCA 3
established the Energy Conservation
Program for Consumer Products Other
Than Automobiles, which sets forth a
variety of provisions designed to
improve energy efficiency. These
products include furnaces, which
include consumer boilers, the subject of
this document. (42 U.S.C. 6292(a)(5))

The energy conservation program
under EPCA consists essentially of four
parts: (1) testing, (2) labeling, (3) Federal
energy conservation standards, and (4)
certification and enforcement
procedures. Relevant provisions of
EPCA specifically include definitions
(42 U.S.C. 6291), test procedures (42
U.S.C. 6293), labeling provisions (42
U.S.C. 6294), energy conservation
standards (42 U.S.C. 6295), and the
authority to require information and
reports from manufacturers (42 U.S.C.
6296).

The testing requirements consist of
test procedures that manufacturers of
covered products must use as the basis
for (1) certifying to DOE that their
products comply with the applicable

1Upon the effective date of this final rule, the test
procedure for consumer boilers will be relocated to
10 CFR 430, subpart B, appendix EE.

2 All references to EPCA in this document refer
to the statute as amended through the Energy Act
of 2020, Public Law 116-260 (Dec. 27, 2020), which
reflect the last statutory amendments that impact
Parts A and A-1 of EPCA.

3For editorial reasons, upon codification in the
U.S. Code, Part B was redesignated Part A.

energy conservation standards adopted
under EPCA (42 U.S.C. 6295(s)), and (2)
making other representations about the
efficiency of those products (42 U.S.C.
6293(c)). Similarly, DOE must use these
test procedures to determine whether
the products comply with any relevant
standards promulgated under EPCA. (42
U.S.C. 6295(s))

Federal energy efficiency
requirements for covered products
established under EPCA generally
supersede State laws and regulations
concerning energy conservation testing,
labeling, and standards. (42 U.S.C. 6297)
DOE may, however, grant waivers of
Federal preemption for particular State
laws or regulations, in accordance with
the procedures and other provisions of
EPCA. (42 U.S.C. 6297(d))

Under 42 U.S.C. 6293, EPCA sets forth
the criteria and procedures DOE must
follow when prescribing or amending
test procedures for covered products.
EPCA requires that any test procedures
prescribed or amended under this
section shall be reasonably designed to
produce test results which measure
energy efficiency, energy use, or
estimated annual operating cost of a
covered product during a representative
average use cycle (as determined by the
Secretary) or period of use and shall not
be unduly burdensome to conduct. (42
U.S.C. 6293(b)(3))

EPCA also requires that, at least once
every 7 years, DOE evaluate test
procedures for each type of covered
product, including consumer boilers, to
determine whether amended test
procedures would more accurately or
fully comply with the requirements for
the test procedures to not be unduly
burdensome to conduct and be
reasonably designed to produce test
results that reflect energy efficiency,
energy use, and estimated operating
costs during a representative average
use cycle or period of use. (42 U.S.C.
6293(b)(1)(A))

If the Secretary determines, on her
own behalf or in response to a petition
by any interested person, that a test
procedure should be prescribed or
amended, the Secretary shall promptly
publish in the Federal Register
proposed test procedures and afford
interested persons an opportunity to
present oral and written data, views,
and arguments with respect to such
procedures. The comment period on a
proposed rule to amend a test procedure
shall be at least 60 days and may not
exceed 270 days. In prescribing or
amending a test procedure, the
Secretary shall take into account such
information as the Secretary determines
relevant to such procedure, including
technological developments relating to

energy use or energy efficiency of the
type (or class) of covered products
involved. (42 U.S.C. 6293(b)(2)) If DOE
determines that test procedure revisions
are not appropriate, DOE must publish
its determination not to amend the test
procedures.

In addition, EPCA requires that DOE
amend its test procedures for all covered
products to integrate measures of
standby mode and off mode energy
consumption into the overall energy
efficiency, energy consumption, or other
energy descriptor, unless the current
test procedure already incorporates the
standby mode and off mode energy
consumption, or if such integration is
technically infeasible. (42 U.S.C.
6295(gg)(2)(A)) If an integrated test
procedure is technically infeasible, DOE
must prescribe separate standby mode
and off mode energy use test procedures
for the covered product, if a separate
test is technically feasible. (Id.) Any
such amendment must consider the
most current versions of the
International Electrotechnical
Commission (“IEC”) Standard 62301 4
and IEC Standard 62087 5 as applicable.
(42 U.S.C. 6295(gg)(2)(A))

DOE is publishing this final rule in
satisfaction of the 7-year review
requirement specified in EPCA. (42
U.S.C. 6293(b)(1)(A))

B. Background

As stated, DOE’s existing test
procedure for consumer boilers appears
at Title 10 of CFR part 430, subpart B,
appendix N, Uniform Test Method for
Measuring the Energy Consumption of
Furnaces and Boilers (“‘appendix N”’)
and is used to determine the annual fuel
utilization efficiency (“AFUE”), which
is the regulatory metric for consumer
boilers.

DOE most recently updated its test
procedure for consumer boilers in a
final rule published in the Federal
Register on January 15, 2016 (‘“January
2016 Final Rule”). 81 FR 2628. The
January 2016 Final Rule amended the
existing DOE test procedure for
consumer boilers to improve the
consistency and accuracy of test results
generated using the DOE test procedure
and to reduce test burden. In particular,
the modifications relevant to consumer
boilers included: (1) clarifying the
definition of the electrical power term
“PE”’; (2) adopting a smoke stick test for
determining whether minimum default

4IEC 62301, Household electrical appliances—
Measurement of standby power (Edition 2.0, 2011—
01).

5IEC 62087, Audio, video and related
equipment—Methods of measurement for power
consumption (Edition 1.0, Parts 1-6: 2015, Part 7:
2018).
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draft factors can be applied; (3) allowing
for optional measurement of condensate
during establishment of steady-state
conditions; (4) updating references to
the applicable installation and operation
(“1&0”’) manual and providing
clarifications for when the I&0 manual
does not specify test setup; and (5)
revising the AFUE reporting precision.
DOE also revised the definitions of
several terms in the test procedure and
added an enforcement provision to
provide a method of test for DOE to
determine compliance with the
automatic means design requirement
mandated by the Energy Independence
and Security Act of 2007, Public Law
110-140 (Dec. 19, 2007). 81 FR 2628,
2629-2630.

On May 15, 2020, DOE published in
the Federal Register a request for
information (“May 2020 RFI”’) seeking
comments on the existing DOE test
procedure for consumer boilers, which
incorporates by reference ANSI/
ASHRAE Standard 103-1993. 85 FR
29352. ANSI/ASHRAE 103-1993
provides test procedures for
determining the AFUE of residential
central furnaces and boilers. In the May
2020 RFI, DOE requested comments,
information, and data about a number of
issues, including: (1) the test

procedure’s scope and definitions; (2)
updates to industry standards; (3)
ambient test conditions; (4) provisions
for testing boilers with manually
adjustable combustion airflow; (5)
calculation of steady-state heat loss for
condensing, modulating boilers; and (6)
provisions for testing step modulating
boilers. Id. at 85 FR 29354-29357. DOE
also sought comment generally on
whether the current test procedures are
reasonably designed to produce results
that measure energy efficiency during a
representative average use cycle or
period of use, whether any potential
amendments would make the test
procedure unduly burdensome to
conduct, whether existing test
procedures limit a manufacturer’s
ability to provide additional features,
the impact of any potential amendments
on manufacturers including small
businesses, whether there are any
potential issues related to emerging
smart technologies, and generally any
other aspect of the test procedure for
consumer boilers. Id. at 85 FR 23957.
On March 15, 2022, DOE published in
the Federal Register a notice of
proposed rulemaking (“March 2022
NOPR”) proposing to amend the current
test procedure to incorporate by
reference the most current revision to

the applicable industry standard that
was available at the time, ANSI/
ASHRAE 103-2017, “Methods of
Testing for Annual Fuel Utilization
Efficiency of Residential Central
Furnaces and Boilers,” as well as
updating the definitions to reflect the
changes in ANSI/ASHRAE 103-2017 as
compared to the version of the standard
currently incorporated by reference (i.e.,
ANSI/ASHRAE 103-1993). 87 FR
14624. In addition, the March 2022
NOPR proposed to update appendix N
to remove the provisions applicable
only to consumer boilers and to rename
the appendix ‘“Uniform Test Method for
Measuring the Energy Consumption of
Furnaces.” Correspondingly, DOE
proposed to relocate the test procedure
specific to consumer boilers at 10 CFR
430 subpart B to a new appendix, EE,
“Uniform Test Method for Measuring
the Energy Consumption of Boilers”
(“appendix EE”). Id.

On April 7, 2022, DOE held a public
meeting via webinar to solicit feedback
from stakeholders on the requests for
comment in the March 2022 NOPR.

DOE received comments in response
to the March 2022 NOPR from the
interested parties listed in Table I.1.

TABLE |.1—LIST OF COMMENTERS WITH WRITTEN SUBMISSION IN RESPONSE TO THE MARCH 2022 NOPR

o Comment
Commenter(s) Refefli’re]gf:crauig this No. in Commenter type

the docket
American Gas Association and American Public Gas Association ..........cc..cccceevenen. AGA and APGA ..... 25 | Utility Associations.
Air-Conditioning, Heating, and Refrigeration Institute AHRI 26 | Trade Association.

A.O. Smith Corporation ........c.cccccenerveenenennncnnns

John Busse
Bradford White Corporation

Pacific Gas and Electric Company, San Diego Gas and Electric, and Southern
California Edison (collectively, the California Investor-Owned Ultilities).
Crown Boiler Company ..........ccccoevviiiiiiiiinnne
Appliance Standards Awareness Project, American Council for an Energy-Efficient
Economy, Consumer Federation of America, National Consumer Law Center
Natural Resources Defense Council, and Northwest Energy Efficiency Alliance.
New York State Energy Research and Development Authority ..........ccccceniivrieenne.

Rheem Manufacturing Company ...
U.S. Boiler Company

24 | Manufacturer.

........................................................ 22 | Individual.
........................................................ 19 | Manufacturer.
20 | Utilities.
........................................................ Crown ......ceeeeevveens 16 | Manufacturer.
Joint Advocates ...... 21 | Efficiency Organiza-
tions.
NYSERDA 23 | State Agency.
...... Rheem ....... 18 | Manufacturer.
........................................................ U.S. Boiler 17 | Manufacturer.

A parenthetical reference at the end of
a comment quotation or paraphrase
provides the location of the item in the
public record.® To the extent that
interested parties have provided written
comments that are substantively
consistent with any oral comments

6 The parenthetical reference provides a reference
for information located in the docket of DOE’s
rulemaking to develop test procedures for consumer
boilers. (Docket No. EERE-2019-BT-TP-0037,
maintained at www.regulations.gov.) The references
are arranged as follows: (commenter name,
comment docket ID number, page of that
document).

provided during the April 7, 2022,
public meeting, DOE cites the written
comments throughout this final rule.
DOE did not identify any oral comments
provided during the webinar that are
not substantively addressed by written
comments.

II. Synopsis of the Final Rule

In this final rule, DOE updates
appendix N to remove the provisions
applicable only to consumer boilers and
to rename the appendix “Uniform Test
Method for Measuring the Energy

Consumption of Furnaces.”
Correspondingly, this final rule
establishes a new test procedure specific
to consumer boilers in a new appendix
EE. In appendix EE, DOE includes all
provisions currently included in
appendix N relevant to consumer
boilers, with the following
modifications:

(1) Incorporate by reference the
current version of the applicable
industry standard, ANSI/ASHRAE 103—
2017, “Methods of Testing for Annual
Fuel Utilization Efficiency of
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Residential Central Furnaces and
Boilers,” which includes several
updates to the test method.

(2) Incorporate by reference the
current version of ASTM Standard
D2156-09 (Reapproved 2018),
“Standard Test Method for Smoke
Density in Flue Gases from Burning
Distillate Fuels.”

TABLE Il.1—SUMMARY OF CHANGES IN THE AMENDED TEST PROCEDURE

(3) Incorporate by reference ANSI/
ASHRAE 41.6-2014, ‘“‘Standard Method
for Humidity Measurement.”

(4) Update the definitions to reflect
the changes in ANSI/ASHRAE 103—
2017 as compared to ANSI/ASHRAE
103-1993.

(5) Provide corrections to erroneous
calculations and add clarifications to
test conditions and setup requirements.

430.2.

DOE is also removing the definition of
“outdoor furnace or boiler” from 10 CFR

The adopted amendments are
summarized in Table II.1 compared to
the test procedure provision prior to the
amendment, as well as the reason for
the adopted change.

DOE test procedure prior to amendment

Amended test procedure

Attribution

Incorporated by reference industry standard ANSI/
ASHRAE 103-1993.

Incorporated by reference the procedure for adjusting
oil-fired burner by referencing industry standard ASTM
D2156—-09 (Reapproved 2013).

Limited the maximum relative humidity of the test room
during certain tests but did not provide specific in-
structions for how to measure relative humidity.

Included a definition for “outdoor furnace or boiler” at 10
CFR 430.2.
Included an undefined term, “standard cubic foot of gas”

Defined “control” and “isolated combustion system” in
appendix N.

Referenced calculations in ANSI/ASHRAE 103-1993
which yielded a circular reference when calculating
the steady-state efficiency for condensing modulating
boilers.

Referenced Table 9 in ANSI/ASHRAE 103-1993, which
assigned fixed values for the average on-time and off-
time per cycle for two-stage and modulating boilers.

Specified cycle times (ton and torr) to a fraction of a
second through reference to ANSI/ASHRAE 103-1993
Table 9.

Calculated oversize factor from a lookup table based on
design heating requirement (“DHR”) in ANSI/ASHRAE
103-1993.

Used a purge time limit of 5 seconds to determine
whether heat-up and cool-down tests may be option-
ally omitted, whereas a purge time limit of 30 seconds
was used to determine whether a post-purge (tp) of 0
seconds could be assigned in calculations.

Limited the maximum value of post-purge (tp) to 180
seconds if a purge time of greater than 3 minutes was
observed.

Referenced calculations for off-cycle infiltration losses in
ANSI/ASHRAE 103-1993 which had a typographical
error where the conversion from minutes to hours was
performed incorrectly.

Provided inconsistent unit conversion factor from watts
(“W?”) to British thermal units per hour (“Btu/h”), using
values of 3.412 or 3.413.

Required the use of a gas having a specific gravity as
shown in Table 1 of ANSI/ASHRAE 103-1993.

Referenced incorrect sections of appendix N test proce-
dure regarding average annual auxiliary electrical con-
sumption determination provisions at 10 CFR
430.23(n)(1).

Referenced values in ANSI/ASHRAE 103-1993 for de-
termining national average burner operating hours
(“BOH”), average annual fuel energy consumption
(“EF”), and average annual auxiliary electrical energy
consumption (“Eag”).

Incorporates by reference ANSI/ASHRAE 103-2017 in
the new appendix EE.

Incorporates by reference the procedure for adjusting
oil-fired burner by referencing industry standard
ASTM D2156-09 (Reapproved 2018) in the new ap-
pendix EE.

Incorporates by reference ANSI/ASHRAE 41.6-2014 in-
structions for measuring relative humidity of the test
room in the new appendix EE.

Removes the definition for “outdoor furnace or boiler” ..

Adds a definition for “standard cubic foot of gas” in
new appendix EE.

Adopts the definitions for the terms “control” and “iso-
lated combustion system” from ASHRAE 103-2017
in new appendix EE.

Includes an amended calculation for balance-point tem-
perature (Tc) which resolves the circular reference in
new appendix EE.

References Table 7 of ANSI/ASHRAE 103-2017 in the
new appendix EE, which uses calculations for deter-
mining the average on-time and off-time per cycle for
two-stage and modulating boilers.

Provides additional specification in appendix EE to re-
quire that calculated cycle timings shall be rounded
to the nearest second.

Adopts the ANSI/ASHRAE 103-2017 methodology of
assigning a constant value of 0.70 to o to represent
the national average oversize factor in appendix EE.

Applies the 30-second limit in appendix EE for deter-
mining when the heat-up and cool-down tests may
be optionally omitted.

Removes the maximum value of 180 seconds in ap-
pendix EE and requires an additional temperature
measurement to be taken if the post-purge is greater
than 3 minutes.

Specifies the correct calculation for off-cycle infiltration
losses through reference to ANSI/ASHRAE 103-
2017 and corrects minutes to hours conversion error
in new appendix EE.

Corrects the conversion factor from W to Btu/h to 3.412
throughout new appendix EE.

Requires the use of a gas having a specific gravity
“approximate” to what is shown in Table 1 of ANSI/
ASHRAE 103-2017 in the new appendix EE.

Revises 10 CFR 430.23(n)(1) to update references re-
garding average annual auxiliary electrical consump-
tion to the correct sections of appendix N and the
new appendix EE.

References values in ANSI/ASHRAE 103-2017 for de-
termining national average BOH, average annual EF,
and average annual Eag in the new appendix EE.

Harmonization with industry
standard update.

Harmonization with industry
standard update.

Referenced by industry
standard ANSI/ASHRAE
103-2017, which is being
incorporated by reference
in this final rule.

Unused definition.

Increase clarity for testing
conditions.

Harmonization with industry
standard update.

Correction.

Harmonization with industry
standard update.

Clarification to reduce test
burden.

Harmonization with industry
standard update.

Harmonization with industry
standard update.

Harmonization with industry
standard update.

Correction.

Correction.

Clarification to reduce test
burden.

Correction.

Harmonization with industry
standard update.
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TABLE Il.1—SUMMARY OF CHANGES IN THE AMENDED TEST PROCEDURE—Continued

DOE test procedure prior to amendment

Amended test procedure

Attribution

Included instructions for the setup of boilers with draft
hoods or draft diverters which specified a minimum R-
value for insulation but did not specify the units of

measure for R-value.

pendix EE.

Includes units of measure for R-value in the new ap-

Correction.

DOE has determined that the
amendments described in section III of
this document and adopted in this final
rule will not substantively impact the
measured efficiency of consumer boilers
or require retesting or recertification
solely as a result of DOE’s adoption of
the amendments to the test procedures.
Additionally, DOE has determined that
the amendments will not increase the
cost of testing. Discussion of DOE’s
actions is addressed in detail in section
III of this document.

The effective date for the amended
test procedures adopted in this final
rule is 30 days after publication of this
document in the Federal Register.
Representations of energy use or energy
efficiency must be based on testing in
accordance with the amended test
procedures beginning 180 days after the
publication of this final rule.

III1. Discussion

The subsequent sections of this final
rule discuss specific topics raised in this
rulemaking, including comments DOE
received in response to the March 2022
NOPR. These topics include: scope of
applicability of the test procedure,
definitions in the test procedure, the
AFUE metric, updates to industry
standards, clarifications and corrections
to the current test procedure, and test
conditions.

In addition, DOE received comments
relating to the general processes by
which DOE amends test procedures and
energy conservation standards for
covered products and equipment.

BWC urged DOE to consider the
cumulative regulatory burden placed on
manufacturers that produce several
different types of regulated products for
which there are simultaneous
rulemakings. BWC noted that additional
burdens on manufacturers include
changes to ENERGY STAR
specifications; the Securities and
Exchange Commission’s proposed rule
to enhance and standardize climate-
related disclosures; updated state and
local codes; demand-response
requirements for electric water heaters
in Western States; lower nitrogen oxides
(NOx) emissions proposals in the State
of California; proposed amendments to
California Proposition 65; and extended
producer responsibility legislation

recently enacted in both Maine and
Oregon. (BWC, No. 19 at p. 4-5)

In response, DOE notes that
cumulative regulatory burden on
manufacturers is assessed as part of
energy conservation standards
rulemakings. The amendments to the
consumer boilers test procedure, as
promulgated by this final rule, are not
expected to add burden to
manufacturers because the amendments
do not substantially impact efficiency
ratings or alter the type of equipment
necessary to perform testing. Test costs
and burden are discussed in section
LK of this document.

AGA and APGA commented that DOE
should implement the recommendations
from the recent National Academies of
Sciences, Engineering, and Medicine
report (“NASEM report”) 7 into all of its
appliance rulemakings for test
procedures or energy conservation
standards. AGA and APGA reiterated
recommendations pertaining to analyses
that DOE conducts in order to determine
whether potential new or amended
energy conservation standards are
technologically feasible and
economically justified. (AGA and
APGA, No. 25, p. 3) For example, AGA
and APGA highlighted the NASEM
report’s recommendations that DOE pay
greater attention to the justification for
its standards, expand the Cost Analysis
segment of the Engineering Analysis for
its rules, put greater weight on ex post
and market-based evidence markups,
place greater emphasis on providing an
argument for the plausibility and
magnitude of any market failure related
to the energy efficiency gap, and give
greater attention to a broader set of
potential market failures on the supply
side. Id.

Given that this is a test procedure
rulemaking for which DOE must meet
specific statutory criteria as outlined in
42 U.S.C. 6293(b)(3), the
recommendations in the NASEM report

7 Although not specified, DOE interprets this
comment to refer to the National Academies of
Science, Engineering, and Medicine 2021 report
entitled “Review of Methods Used by the U.S.
Department of Energy in Setting Appliance and
Equipment Standards.” Copies of the report are
available at nap.nationalacademies.org/catalog/
25992/review-of-methods-used-by-the-us-
department-of-energy-in-setting-appliance-and-
equipment-standards.

which pertain specifically to the
processes by which DOE analyzes
energy conservation standards are
misplaced. DOE will consider this
comment in a separate rulemaking
considering all product categories.
A. Scope of Applicability

As discussed, in the context of
“covered products,” EPCA includes
boilers in the definition of “furnace.”
(42 U.S.C. 6291(23)) EPCA defines the
term ‘“‘furnace” to mean a product
which utilizes only single-phase electric
current, or single-phase electric current
or DC current in conjunction with
natural gas, propane, or home heating
oil, and which: (1) is designed to be the
principal heating source for the living
space of a residence; (2) is not contained
within the same cabinet with a central
air conditioner whose rated cooling
capacity is above 65,000 Btu/h; (3) is an
electric central furnace, electric boiler,
forced-air central furnace, gravity
central furnace, or low pressure steam
or hot water boiler; and (4) has a heat
input rate of less than 300,000 Btu/h for
electric boilers and low pressure steam
or hot water boilers and less than
225,000 Btu/h for forced-air central
furnaces, gravity central furnaces, and
electric central furnaces. Id. DOE has
codified this definition in its regulations
at 10 CFR 430.2.

DOE defines “electric boiler” as an
electrically powered furnace designed to
supply low pressure steam or hot water
for space heating application. A low
pressure steam boiler operates at or
below 15 pounds per square inch gauge
(“psig”) steam pressure; a hot water
boiler operates at or below 160 psig
water pressure and 250 degrees
Fahrenheit (°F) water temperature. 10
CFR 430.2.

DOE defines “low pressure steam or
hot water boiler” as an electric, gas or
oil burning furnace designed to supply
low pressure steam or hot water for
space heating application. 10 CFR 430.2.
As with an electric boiler, a low
pressure steam boiler operates at or
below 15 pounds psig steam pressure; a
hot water boiler operates at or below
160 psig water pressure and 250 °F
water temperature. Id.

The scope of the test procedure for
consumer boilers is currently specified
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in section 1 of appendix N, which
references section 2 of ANSI/ASHRAE
103-1993. In relevant part, section 2 of
ANSI/ASHRAE 103-1993 states that the
industry test standard applies to
boilers 8 with inputs less than 300,000
Btu/h; having gas, oil, or electric input;
and intended for use in residential
applications. Further, ANSI/ASHRAE
103-1993 applies to equipment that
utilizes single-phase electric current or
low-voltage DC current.

DOE is not changing the scope of
products covered by its consumer boiler
test procedure in this final rule. The
following sections discuss specific types
of boilers that DOE addressed in the
March 2022 NOPR with respect to
whether such products are covered by
the scope of DOE’s test procedure.

1. Combination Space/Water Heating
Boilers

Some consumer boilers are capable of
providing both space heating and
domestic hot water heating, and are
often referred to as ““‘combination”
boilers. In the March 2022 NOPR, DOE
responded to comments from the
Northwest Energy Efficiency Alliance
(“NEEA”’) and Rheem recommending
that DOE consider developing a separate
test procedure for combination space
and domestic hot water boilers. 87 FR
14622, 14626—-14627. While DOE did
not propose a specific definition for
combination space and water heating
boilers in the NOPR, DOE noted that, to
the extent that a combination space and
water heating product meets the
definition of electric boiler or low
pressure steam or hot water boiler, it is
subject to the test procedure at appendix
N and energy conservation standards for
consumer boilers at 10 CFR 430.32(e)(2),
and must be tested and rated
accordingly. 87 FR 14622, 14625-14626.
DOE also stated that it is unaware of any
design characteristics of combination
space and water heating products that
would prevent their testing according to
appendix N. Id.

DOE did not receive any comments in
response to the March 2022 NOPR with
regard to combination space and heating
water boilers. In this final rule, DOE
reiterates its statements presented in the
March 2022 NOPR with respect to
combination boilers. To the extent that
a combination space and water heating
product meets the definition of electric
boiler or low pressure steam or hot

8 ASHRAE 103-1993 defines a boiler as “‘a self-
contained fuel-burning or electrically heated
appliance for supplying low pressure steam or hot
water for space heating application.” This
definition covers electric boilers and low pressure
steam or hot water boilers as those terms are
defined by DOE at 10 CFR 430.2.

water boiler, it is subject to the test
procedure at appendix N (or, as of the
effective date of this final rule, appendix
EE) and energy conservation standards
for consumer boilers at 10 CFR
430.32(e)(2), and must be tested and
rated accordingly.

2. Heat Pump Boilers

In the March 2022 NOPR, DOE
discussed comments received in
response to the May 2021 RFI with
regard to hydronic air-to-water and
water-to-water heat pumps. DOE
tentatively determined that air-to-water
and water-to-water heat pumps meet the
definitional criteria to be classified as a
consumer boiler. 87 FR 14622, 14625.
DOE noted that these products utilize
only single-phase electric current, are
designed to be the principal heating
source for the living space of a
residence, are not contained within the
same cabinet with a central air
conditioner whose rated cooling
capacity is above 65,000 Btu/h, meet the
definition of an electric boiler,® and
have a heat input rate of less than
300,000 Btu/h (i.e., the requirement for
electric boilers). As such, they meet the
criteria of “furnace” as defined in 10
CFR 430.2. Id. at 87 FR 14625-14626.

In the March 2022 NOPR, DOE also
tentatively determined that the test
procedure in appendix N does not
address such products and would not
provide a rated value that is
representative of the performance of
these products. Id. at 14626. In
particular, DOE noted that the AFUE
metric for electric boilers in ANSI/
ASHRAE 103-1993 is calculated as 100
percent minus jacket loss,9 which
provides a representative measure of
efficiency for electric boilers using
electric resistance technology, for which
an efficiency value of 100 percent (the
ratio of heat output to energy input) is
the maximum upper limit that
technically could be achieved. DOE
tentatively concluded that the AFUE
metric would not provide a
representative or meaningful measure of
efficiency for a boiler with a heat pump
supplying the heat input, because heat
pump efficiency (in terms of heat output
to energy input) typically exceeds 100
percent, and the AFUE metric does not

9 “Electric boiler” means an electrically powered
furnace designed to supply low pressure steam or
hot water for space heating application. A low
pressure steam boiler operates at or below 15 psig
steam pressure; a hot water boiler operates at or
below 160 psig water pressure and 250 °F water
temperature. 10 CFR 430.2.

10 The term “jacket loss” is used by industry to
mean the transfer of heat from the outer surface (i.e.,
jacket) of a boiler to the ambient air surrounding the
boiler.

allow for ratings greater than 100
percent for electric boilers. Id.

Based on these considerations, DOE
tentatively determined that hydronic
air-to-water and water-to-water heat
pumps are consumer boilers under
EPCA, but that due to the lack of a
Federal test procedure, such products
are not subject to the current
performance standards at 10 CFR
430.32(e). Id.

In response to the March 2022 NOPR,
Crown and U.S. Boiler 11 stated that
hydronic heat pumps should not be
classified as boilers under EPCA
because hydronic heat pumps cannot
deliver water at the same temperatures
and heating capacities as traditional
boilers. Crown and U.S. Boiler further
commented that it is unclear whether
hydronic heat pumps are “designed to
be the principal heating source for a
living space of a residence” (a
requirement to meet the definition of a
furnace at 10 CFR 430.2) because these
products are mostly incapable of
reaching above 150 °F on a design day,
whereas traditional boilers are designed
to deliver water at a temperature of
180 °F or higher. Crown and U.S. Boiler
also stated that gas, oil, and electric
resistance boilers are capable of heating
any hot water or steam heating system
throughout the entire heating season,
whereas hydronic heat pumps do not
have such capabilities. Crown and U.S.
Boiler stated that heat pumps and
boilers provide different consumer
utility, and suggested that presenting
heat pumps to consumers as “‘boilers”
could create confusion with regard to
the different capabilities of each.
(Crown, No. 16 at p. 1-2; -U.S. Boiler,
No. 17 at p. 1-2)

AHRI and AGA and APGA
commented that hydronic heat pumps
cannot currently provide the same
functionality as boilers for high
temperature installations as they are
unable to provide water at or over
210°F, and that this lack of utility
should disqualify these products from
being considered in the boiler test
procedure. (AHRI, No. 26 at p. 2; AGA
and APGA, No. 25 at p. 2)

BWOC disagreed with DOE’s tentative
determination that air-to-water and
water-to-water heat pumps should be
defined as consumer boilers. BWC
stated that heat pump products and
consumer boilers have pronounced
differences that should prevent them
from being defined as the same product.

11 DOE notes that both Crown and U.S. Boiler’s
comments stated that the companies are
subsidiaries of Burnham Holdings, Inc. (“BHI”).
The comments submitted by Crown and U.S. Boiler
in response to the March 2022 NOPR were identical
in content.
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BWC noted that boilers and heat
pumps 12 are already separate product
categories on DOE’s website and
certified separately through DOE’s
Compliance Certification Management
System. BWC also stated that hydronic
heat pumps are rated to Coefficient of
Performance (“COP”’) rather than AFUE
(for boilers), and that the unique
technologies utilized by both product
types necessitate different methods for
testing and rating them. BWC further
stated that consumer boilers are
designed exclusively to provide a
heating utility, whereas hydronic heat
pumps can be used to provide both
space heating and cooling. (BWC, No. 19
at p. 2-3)

Rheem supported DOE’s tentative
determination that hydronic air-to-water
and water-to-water heat pumps are
consumer boilers under EPCA. Rheem
stated that although these products may
not necessarily be able to achieve the
same maximum temperatures as
conventional boilers (without electric
resistance or gas backup), hydronic heat
pump boilers can still provide adequate
space heating in many applications.
Rheem recommended that DOE either
add procedures to test hydronic heat
pumps in this consumer boiler test
procedure rulemaking or initiate a
separate test procedure rulemaking.
Rheem asserted that these products
perform the same function as other
types of boilers and should be tested
and rated in a similar manner, and that
DOE could use the current AFUE test
procedure as a guide to produce an
“AFUE metric” for hydronic heat
pumps that combines the various energy
use modes and input rate conditions
with test conditions and operating
assumptions that are representative of
hydronic heat pumps. Rheem stated that
any differences in ability to meet
consumer heating demands should be
considered in the development of
energy conservation standards, as
opposed to the test procedure. (Rheem,
No. 18 at p. 2)

NYSERDA agreed with DOE’s
tentative determination that air-to-water
and water-to-water heat pumps should
be considered boilers under EPCA.
NYSERDA recommended that DOE
develop a test procedure for these heat
pumps and combination space heating
and water heating products. NYSERDA
asserted that the adoption of these test
procedures will also enable future
standards revisions to adopt more
efficient heat pump levels of
performance. (NYSERDA, No. 23 at p.
5-6)

12DOE understands BWC is referring to central
air conditioning and heat pump units.

In consideration of the comments
received on this issue, as well as further
consideration of the discussion
presented in the March 2022 NOPR,
DOE has concluded that hydronic air-to-
water and water-to-water heat pumps
meet the definitional criteria to be
classified as a consumer boiler. In
particular, as noted initially in the
March 2022 NOPR, DOE concludes that
these products utilize only single-phase
electric current, are designed to be the
principal heating source for the living
space of a residence, and are not
contained within the same cabinet with
a central air conditioner whose rated
cooling capacity is above 65,000 Btu/h.
In addition, electric heat pump boilers
meet the definition of an electric boiler;
and gas-fired heat pump boilers meet
the definition of a low pressure steam or
hot water boiler and have a heat input
rate of less than 300,000 Btu/h (i.e., the
requirement for electric boilers and low
pressure steam or hot water boilers). As
such, these products meet the criteria of
“furnace” as defined in 10 CFR 430.2.

With respect to comments from
Crown, U.S. Boiler, AHRI, and AGA and
APGA suggesting hydronic air-to-water
heat pumps and water-to-water heat
pumps should be excluded from the
definition because they cannot provide
the same maximum water temperature
as non-heat pump hydronic systems,
DOE notes that neither EPCA nor DOE’s
definitions at 10 CFR 430.2 provide a
minimum water temperature
requirement. In addition, in response to
comments that hydronic heat pumps
serve different applications than boilers,
DOE notes that hydronic heat pumps are
marketed as providing the principal
heating source for a residence, and
nothing in EPCA’s or DOE’s definition
would exclude them based on their
ability to also provide cooling.

DOE recognizes that hydronic heat
pump products differ significantly from
non-heat pump boilers, and that the
current test procedure for consumer
boilers (as well as the amended test
procedure established by this final rule)
would not provide test results that are
representative of the energy use or
energy efficiency of an air-to-water or
water-to-water heat pump product.
Because of these differences and
uncertainty regarding the most
representative approach to testing these
products, DOE is not establishing
separate test procedures for hydronic
heat pump products in this final rule.
Although air-to-water and water-to-
water heat pump products meet all the
definitional criteria to be considered a
consumer boiler, the Department
requires more information in order to
determine a representative approach for

testing these products. Further
consideration of an appropriate test
procedure for such products would be
provided in a separate test procedure
rulemaking. Section III.C of this
document further discusses the
applicability of the AFUE metric to
hydronic heat pump products.

B. Definitions

In addition to the overarching
definition of ‘“furnace” (which includes
boilers) and the associated definitions
for ““electric boiler” and “low pressure
steam or hot water boiler” presented in
section III.A of this document, DOE also
has defined “outdoor boilers” and
“weatherized warm air boilers” at 10
CFR 430.2 as follows:

e “Outdoor furnace or boiler” is a
furnace or boiler normally intended for
installation out-of-doors or in an
unheated space (such as an attic or a
crawl space).

e “Weatherized warm air furnace or
boiler” means a furnace or boiler
designed for installation outdoors,
approved for resistance to wind, rain,
and snow, and supplied with its own
venting system.

In the March 2022 NOPR, DOE
proposed to remove the definition of
“outdoor furnace or boiler” from its
regulations, noting that the definition is
not used for the energy conservation
standards for boilers at 10 CFR
430.32(e)(2)(iii), nor for applying the
test procedure.13 87 FR 14622, 14626—
14627. DOE sought comment on its
proposal to remove the definition of
“outdoor furnace or boiler” from its
regulations and whether removing the
definition for “‘outdoor furnace or
boiler” would impact the application of
the test procedure or energy
conservation standards for any such
products.

Rheem and BWC supported DOE’s
proposal to remove the definition of
“outdoor furnace or boiler” from 10 CFR
430.2. (Rheem, No. 18 at p. 2; BWC, No.
19 at p. 1) A.O. Smith stated that
removal of this definition from the DOE
regulations would not have a negative
impact on the application of the test
procedure or energy conservation
standards. (A.O. Smith, No. 24 at p. 2)
AHRI and AGA and APGA also
supported removing the definition and

13 Specifically, with respect to the test procedure,
DOE noted that different jacket loss factors are
applied based on whether a boiler is intended to be
installed indoors, outdoors, or as an isolated
combustion system. The heating seasonal efficiency
(Effyns) calculation, which is an element of AFUE,
is based on the assumption that all weatherized
boilers are located outdoors (see section 10.1 of
appendix N). Appendix N does not specify a
separate jacket loss assumption for outdoor furnaces
or boilers.
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stated that the removal would add
clarity and consistency to the test
procedure. (AHRI, No. 26 at p. 2; AGA
and APGA, No. 25 at p. 2)

For the reasons discussed in the
March 2022 NOPR, and in consideration
of these comments, in this final rule
DOE finalizes its proposal to remove the
definition of “outdoor furnace or boiler”
from 10 CFR 430.2.

In the March 2022 NOPR, DOE
proposed to incorporate by reference
ANSI/ASHRAE 103-2017, including the
definitions included therein. 87 FR
14622, 14627. DOE noted that ANSI/
ASHRAE 103-2017 includes definitions
for “air intake terminal,” “control,” and
“isolated combustion system” that are
not in ANSI/ASHRAE 103-1993. Id. The
definitions for “control’”” and “isolated
combustion system” in ANSI/ASHRAE
103-2017 are almost identical to the
definitions for those terms currently
defined in sections 2.3 and 2.7 of
appendix N, respectively. Therefore,
DOE proposed to remove the definitions
for “control” and ““isolated combustion
system” from DOE’s consumer boiler
test procedure, as they would be
redundant with the definitions
incorporated by reference through
ANSI/ASHRAE 103-2017, if the
proposal to incorporate by reference
ANSI/ASHRAE 103-2017 were
finalized. Id.

Rheem, The CA I0Us, A.O. Smith,
AHRI, and AGA and APGA supported
incorporating by reference the
definitions in ANSI/ASHRAE 103-2017
and removing the separate definitions
for “control” and “‘isolated combustions
system” from DOE’s test procedure.
(Rheem, No. 18 at p. 3; CA IOUs, No. 20
at p. 1; A.O. Smith, No. 24 at p. 3; AHRI,
No. 26 at p. 2; AGA and APGA, No. 25
at p. 2)

For the reasons discussed in the
March 2022 NOPR, and in consideration
of these comments, DOE is removing the
separate definitions for “control” and
“isolated combustion system” from the
consumer boiler test procedure, as
proposed in the March 2022 NOPR. The
definitions for these products are
instead provided through DOE’s
incorporation by reference of ANSI/
ASHRAE 103-2017, as discussed further
in section III.D.1 of this final rule.

In response to the March 2022 NOPR,
Busse suggested that DOE add a
definition for “standard cubic unit of
gas” as follows:

“Standard cubic foot of gas: The
amount of gas that would occupy 1
cubic foot when at a temperature of
60 °F, if saturated with water vapor, and
under a pressure equivalent to that of 30
inches mercury column.” (Busse, No. 22
at p. 9)

Busse stated that a definition of
standard cubic foot of gas is necessary
to comply with the conditions specified
in section 7.1 of appendix N, Fuel
Supply.14 Busse further stated that the
suggested definition would be
consistent with industry standards
NFPA 54/ANSI Z223.1, National Fuel
Gas Code, and CSA 4.9/ANSI 721.13,
Gas-Fired Low Pressure Steam and Hot
Water Boilers and asserted that
manufacturers are familiar with this
definition when conducting
performance testing. Busse noted that
the difference between a saturated
“wet” and unsaturated “dry” cubic foot
of gas is 1.73 percent at standard
temperature and pressure. Busse also
recommended that DOE modify the
language of section 7.3 of appendix N,
Gas Burner, to replace ‘“‘gas
characteristics at a temperature of 60 °F
and atmospheric pressure of 30 in of
Hg” with reference to this new
definition, i.e., “gas characteristics to
standard cubic foot of gas, as defined in
section 2 of this appendix,” in
specifying the conditions needed to
correct the burner input rate.15 (Busse,
No. 22 at p. 9-10)

In response, DOE notes that as
proposed in the March 2022 NOPR,
section 7.3 of appendix EE would
require that the burner input rate be
corrected to reflect gas characteristics at
a temperature of 60 °F and atmospheric
pressure of 30 in of Hg when adjusting
the burner input rate. Therefore, an
additional definition for a standard
cubic foot of gas for the purpose of
referencing it in sections 7.1 and 7.3
(which is consistent with the language
in section 9.1.2.2.1 of both ANSI/
ASHRAE 103-1993 and ANSI/ASHRAE
103-2017) would be unnecessary;
however, it may be useful for
clarification.

As such, DOE is adding a definition
for a “standard cubic foot of gas” to
section 2 of appendix EE to specify the
temperature and pressure for a standard
cubic foot of gas.

C. Metric

As discussed, the energy conservation
standards for consumer boilers rely on
the AFUE metric. 10 CFR 430.32(e)(2).
For gas-fired and oil-fired boilers, AFUE
accounts for fossil fuel consumption in
active, standby, and off modes, but does

14 Section 7.1 of appendix N requires determining
the actual higher heating value in Btu per standard
cubic foot for the gas to be used in the test within
an error no greater than 1 percent.

15 Busse also commented that, with respect to the
current instruction to “Correct the burner input rate
to reflect gas characteristics,” technically the Ideal
Gas Laws can be applied only to the volume of gas
consumed and the higher heating value, and not to
the burner input rate.

not include electrical energy
consumption. For electric boilers, AFUE
accounts for electrical energy
consumption in active mode. EPCA
defines the term ““annual fuel utilization
efficiency,” in part, as the efficiency
descriptor for furnaces and boilers. (42
U.S.C. 6291(20)) In addition, DOE has
established separate metrics and energy
conservation standards for power
consumption during standby mode and
Off mode [PW,SB and PW,OFF,
respectively). 10 CFR
430.32(e)(2)(iii)(B).

AFUE is defined by ASHRAE 103
(both the 1993 and 2017 versions) as the
ratio of annual output energy to annual
input energy, which includes any non-
heating-season pilot input loss but does
not include electric energy for gas- or
oil-fired furnaces or boilers. For gas- and
oil-fired boilers, the AFUE test generally
consists of steady-state, cool down, and
heat up tests, during which various
measurements are taken (e.g., flue gas
temperature, concentration of CO; in the
flue gas). (See sections 9.1, 9.5, and 9.6
of both ANSI/ASHRAE 103-1993 and
ANSI/ASHRAE 103-2017.) For
condensing boilers, condensate
collection tests during steady-state and
cyclic operation are also specified. (See
sections 9.2 and 9.8 of both ANSI/
ASHRAE 103-1993 and ANSI/ASHRAE
103—2017.) The test measurements are
used in conjunction with certain
assumptions to calculate the AFUE. (See
section 11 of both ANSI/ASHRAE 103—
1993 and ANSI/ASHRAE 103-2017.)

In the March 2022 NOPR, after
tentatively concluding that hydronic
heat pumps meet the definitional
criteria to be considered a consumer
boiler but that the existing test
procedure does not apply to them, DOE
sought comment on whether any other
industry test methods exist for
determining the heating efficiency of
air-to-water or water-to-water heat
pumps. DOE sought comment
specifically on AHRI 550/590, and
whether it would be appropriate for
adoption as a Federal test procedure for
such products, and if so, whether
modifications could be made to result in
an AFUE rating. 87 FR 14622, 14626.

NYSERDA urged DOE to adopt
appropriate, industry-recognized test
procedures to support informed
consumer choice between electric
resistance and heat pump products.
(NYSERDA, No. 23 at p. 5-6)

BWC stated that it believes DOE has
correctly identified the appropriate test
procedures for both consumer boilers
and hydronic heat pumps at this time,
with those procedures being ASHRAE
103-2017 and AHRI 550/590
respectively. (BWC, No. 19 at p 2-3)
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Rheem identified AHRI 550/590 as an
industry test method to determine
maximum and part-load COP values but
noted this test method would have to be
modified to account for standby mode
and off mode energy use as well as to
produce an AFUE metric. (Rheem, No.
18 at p. 2)

The Joint Advocates stated that while
AHRI 550/590 is appropriate for
evaluating the performance of consumer
air-to-water heat pumps, it is only
applicable for water-to-water heat
pumps with a capacity greater or equal
to 135,000 Btu/h. The Joint Advocates
stated that ASHRAE/ANSI/AHRI/ISO
Standard 13256-2 is more appropriate
for consumer water-to-water heat pumps
and referred to international standards
EN 14511 and EN 14825 as starting
points. The Joint Advocates asserted
that a seasonal performance rating
analogous to AFUE could be established
and encouraged DOE to establish these
procedures in a timely manner so that
consumers have access to efficiency
ratings based on a standardized test
procedure. Finally, the Joint Advocates
stated that based on 2015 Residential
Energy Consumption Survey (“RECS”)
data, hydronic systems are the main
heating means in 8 percent of U.S.
homes overall and the main heating
means for 28 percent of households in
the Northeastern United States. (Joint
Advocates, No. 21 at p. 1-2)

A.O. Smith stated that ISO Standard
13256-2 would be the most appropriate
test method for water source heat pump
water heaters intended to be used as
consumer hot water boilers, and that
AHRI Standard 550/590 would be the
most appropriate test method for air
source heat pump water heaters
intended to be used as consumer hot
water boilers. Pertaining specifically to
AHRI 550/590, A.O. Smith stated that
the test procedure to measure COP has
fundamental differences than the test
procedure to measure AFUE, and that
there is no means of deriving an AFUE
value from the COP measurement. In
addition, A.O. Smith claimed that if the
limit for consumer heat pump water
“boilers” is defined by an input rate of
less than 300,000 Btu/h, then the output
for these products will include products
with heating capacities up to 900,000
Btu/h, which would be outside the
scope of a consumer boiler. A.O. Smith
recommended that DOE review the
referenced performance standards, as
they define the heating capacity based
on the heat moved into the water being
heated, whereas DOE’s definition is
based on the energy being consumed by
the boiler. (A.O. Smith, No. 24 at p. 2)

As stated in section III.A.2 of this
document, DOE has concluded that

hydronic heat pumps meet the
definitional criteria to be covered as a
consumer boiler under EPCA’s statutory
definition at 42 U.S.C. 6291(23) and
DOE’s regulatory definition at 10 CFR
430.2. However, DOE is not adopting a
separate test procedure or metric for
hydronic heat pumps in this final rule
because the Department requires more
information in order to determine a
representative approach for testing these
products. DOE will continue to consider
the appropriate metric to assess the
efficiency of such products, and any
proposed test procedure would be
addressed in a separate test procedure
rulemaking in the future.

D. Updates to Industry Standards

The DOE test method for consumer
boilers references several industry
standards, including ANSI/ASHRAE
103 for various testing requirements
pertaining to determination of AFUE,
certain sections of IEC 62301 (Second
Edition) for determining the electrical
standby mode and off mode energy
consumption, and ASTM D2156-09
(Reapproved 2013) for adjusting oil
burners. The following sections discuss
DOE’s amendments pertaining to the
incorporation by reference of these
industry standards.

1. ANSI/ASHRAE 103

As discussed, ANSI/ASHRAE 103—
1993 is referenced throughout appendix
N for various testing requirements
pertaining to determination of the AFUE
of consumer boilers. ANSI/ASHRAE
103-1993 provides procedures for
determining the AFUE of consumer
boilers (and furnaces). As mentioned
previously, ANSI/ASHRAE 103-1993
has been updated multiple times. In the
rulemaking that culminated in the
January 2016 Final Rule, DOE initially
proposed to incorporate by reference the
most recent version of ANSI/ASHRAE
103 available at the time (i.e., ANSI/
ASHRAE 103-2007), but ultimately
declined to adopt the proposal in the
final rule based on concerns about the
impact this change would have on
AFUE ratings of products distributed in
commerce at that time. 81 FR 2628,
2632-2633 (Jan. 15, 2016). DOE stated
that further evaluation was needed to
determine the potential impacts of
ANSI/ASHRAE 103-2007 on the
measured AFUE of boilers. Id. DOE
theorized that ANSI/ASHRAE 103-2007
might better account for the operation of
two-stage and modulating products and
stated that DOE may further investigate
adopting it or a successor test procedure
in the future. Id.

After the January 2016 Final Rule,
ANSI/ASHRAE 103 was again updated

in 2017 (i.e., ANSI/ASHRAE 103—2017).
In the May 2020 RFI, DOE identified
several substantive differences between
ANSI/ASHRAE 103-1993 and ANSI/
ASHRAE 103-2017 that pertain to
consumer boilers and requested further
comment on the differences between
ANSI/ASHRAE 103-1993 and ANSI/
ASHRAE 103-2017. 85 FR 29352,
29355.

In the March 2022 NOPR, DOE
discussed additional differences
between ANSI/ASHRAE 103-1993 and
ANSI/ASHRAE 103-2017 raised by
commenters in response to the May
2020 RFI. 87 FR 14622, 14628-14631.
The differences between the two
versions of the standard are discussed in
detail in sections II1.D.1.a through
IIL.D.1.f of this document. After
considering the differences between the
standards and the potential impact, DOE
proposed to incorporate by reference the
most recent version (at the time) of
ANSI/ASHRAE 103, i.e., ANSI/ASHRAE
103-2017. 87 FR 14622, 14630. DOE
tentatively concluded that the
improvements included in ANSI/
ASHRAE 103-2017 provide a more
representative average use cycle for
consumer boilers, in particular for two-
stage and modulating boilers, and that
the change would not materially alter
the burden or cost of conducting an
AFUE test. Id. DOE also noted that test
data indicate the update to the 2017
edition of ASHRAE 103 could result in
changes to the measured AFUE of two-
stage and modulating boilers ranging
from —0.50 percent to 0.23 percent, with
no discernable trend in the direction or
magnitude of change, and that several
commenters indicated incorporating
ANSI/ASHRAE 103-2017 would likely
not impact rated values significantly. 87
FR 14622, 14631. DOE sought further
comment on its proposal to incorporate
by reference ANSI/ASHRAE 103-2017,
the potential impact on ratings and
whether retesting would be required. Id.

Rheem agreed with DOE’s tentative
determination that the proposed
amendments would result in minimal
differences in AFUE ratings but
requested that DOE test a representative
sample of minimally compliant
consumer boilers to determine the
effect. Rheem requested that DOE
provide this test data in the final rule
and assess the impacts on the ongoing
energy conservation standards
rulemaking. Rheem additionally
suggested that DOE could provide an
enforcement policy to state that models
tested and certified prior to the effective
date of the test procedure final rule
would be tested to the current appendix
N test procedure during an enforcement
investigation. (Rheem, No. 18 at p. 3—4)
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As discussed, DOE’s assessment of the
changes in ANSI/ASHRAE 103-2017,
along with stakeholder comments
provided throughout this rulemaking,
indicate that the only update in the
industry test procedure with the
potential to impact ratings would be the
change in cycle times. This topic is
discussed in detail in section IIL.D.2.c of
this document. The updated cycle times
pertain to condensing boilers, which
employ heat exchanger technologies
with efficiency performance that
surpasses the current minimum AFUE
requirements for boilers at 10 CFR
430.32(e)(2)(iii). As discussed in section
II.D.2.c of this document, DOE
conducted testing to determine that the
impact on AFUE ratings of this change
would be minimal. Based on this
information, DOE has determined that
the amendments to the consumer boilers
test procedure will not have a
significant or substantive impact on
ratings, nor affect compliance of any
products.

On January 10, 2022, ASHRAE and
ANSI approved a 2022 edition of
ASHRAE 103 (i.e., “ANSI/ASHRAE
103—-2022"’). DOE did not discuss ANSI/
ASHRAE 103-2022 in the March 2022
NOPR, and parties commenting in
response to the March 2022 NOPR did
not indicate that DOE should consider
incorporating by reference ANSI/
ASHRAE 103-2022. A March 4, 2022,
online publication by ANSI states that
ANSI/ASHRAE 103-2022 includes
mostly editorial changes and quality
improvements to test duct and plenum
figure, the system number table, and
figures for the surface heat transfer
coefficient and coefficient of
radiation.16 Given that stakeholders
provided general support for adopting
ANSI/ASHRAE 103-2017, and that the
updates in ANSI/ASHRAE 103-2022 do
not substantively change the industry
test procedure DOE is not considering
ANSI/ASHRAE 103-2022 in this
rulemaking.

The following subsections discuss the
updates in ANSI/ASHRAE 103-2017
with respect to ANSI/ASHRAE 103—
1993.

a. Post-Purge Time

Power vented units, power burner
units, and forced-draft units use a
combustion blower to exhaust the flue
gas during operation. “‘Post purge” is
defined in both ANSI/ASHRAE 103—
1993 and ANSI/ASHRAE 103-2017 as
“the design that permits the continued

16 Brad Kelechava, “ANSI/ASHRAE 103-2022:
AFUE Testing of Residential Furnaces and Boilers,”
The ANSI Blog, March 4, 2022, blog.ansi.org/ansi-
ashrae-103-2022-fuel-efficiency-afue-testing/#gref.
Last accessed October 5, 2022.

operation of the combustion blower in

a power vented unit, power burner unit,
or forced-draft unit for a period of time
after the main burner is shut off for the
purpose of venting of residential flue
gas in the heat exchanger and the
venting system.” For the determination
of off-cycle flue losses, it is necessary to
demarcate when the boiler has entered
its off-cycle after completion of the post-
purge period, especially since post-
purge periods can last several minutes.
Section 8.7 of appendix N specifies the
timing of flue temperature
measurements during the off-cycle
portion of the test method based on the
length of the post-purge period. Section
8.7 of appendix N generally corresponds
to section 9.5.2.1 of ANSI/ASHRAE
103-1993, except that section 8.7 of
appendix N specifies that when the
post-purge time is less than or equal to
30 seconds, it can be set to 0 and the
cool-down test be conducted as if there
is no post-purge; while section 9.5.2.1 of
ANSI/ASHRAE 103-1993 specifies that
if post-purge time is less than or equal
to 5 seconds, it shall be tested as if there
is no post-purge. Additionally, the
length of the post-purge cycle is used as
one criterion for determining whether
the heat-up and cool-down tests can
optionally be omitted. Section 8.10 of
appendix N generally corresponds to
section 9.10 of ANSI/ASHRAE 103-
1993, and both sections require a post-
purge period of less than 5 seconds to
optionally omit the heat-up and cool-
down tests.

Section 9.5.2.1 of ANSI/ASHRAE 103
was updated in the 2017 version to
match DOE’s requirement that if the
post-purge period is 30 seconds or less,
it shall be tested as if there is no post-
purge. Additionally, in the March 2022
NOPR, DOE identified the post-purge
time threshold being increased to 30
seconds in the criterion for determining
whether the “Optional Test Procedures
for Conducting Furnaces and Boilers
that have no OFF-Period Flue Loss” is
applicable as a change in ANSI/
ASHRAE 103-2017. DOE proposed to
adopt the 30-second threshold in the
newly proposed appendix EE,
consistent with the change to ANSI/
ASHRAE 103-2017. 87 FR 14622,
14628.

BWC stated that it appreciated DOE’s
inclusion of the change in post-purge
time length to 30 seconds. (BWC, No.
19, p. 2-3)

Additionally, in the March 2022
NOPR, DOE proposed minor changes to
the test method for models with post-
purge times longer than 3 minutes,
consistent with the updates included in
ANSI/ASHRAE 103-2017. 87 FR 14622,
14631. Specifically, section 9.5.2.1 of

ANSI/ASHRAE 103-2017 requires that
for cases where the post-purge period is
greater than 3 minutes, an additional
measurement of the flue gas temperature
during the cool-down test is required at
the midpoint of the post-purge period.
DOE proposed to adopt a harmonizing
change in the newly proposed appendix
EE. 87 FR 14622, 14631 and 14654.

DOE did not receive any comments
regarding this proposal. For the reasons
discussed in the March 2022 NOPR,
DOE is finalizing this amendment to
section 8.5(d) of appendix EE.

b. Calculations for Omission of Heat-Up
and Cool-Down Tests

The current test procedure for
consumer boilers allows certain units to
omit the cool-down and heat-up tests.
These include units that have been
determined to have no measurable
airflow through the combustion
chamber and heat exchanger during the
burner off-period and that have minimal
post-purge periods (see section III.D.1.a
of this document for discussion of post-
purge time). For these boilers, the off-
cycle losses are expected to be minimal.
However, off-cycle losses (typically
determined during the cool-down and
heat-up tests) must be accounted for
when determining the heating seasonal
efficiency, Effyns. Section 8.10 of
appendix N currently states, “In lieu of
conducting the cool-down and heat-up
tests, the tester may use the losses
determined during the steady-state test
described in section 9.1 of ASHRAE
103-1993 when calculating heating
seasonal efficiency, Effyys.”
Accordingly, sections 10.2 and 10.3 of
appendix N provide the appropriate
equations to use when calculating
Effyys if the cool-down and heat-up
tests are omitted per section 8.10 of
appendix N. These equations are
provided in sections 10.2 and 10.3 of
appendix N because they were not
included in ANSI/ASHRAE 103-1993.

As discussed in the March 2022
NOPR, ANSI/ASHRAE 103-2017 makes
several updates to include these
equations, and the equations in ANSI/
ASHRAE 103-2017 are identical to
those in appendix N. 87 FR 14622,
14629. Due to this harmonizing update,
DOE proposed not to include these
equations in the new appendix EE and
to instead directly reference the relevant
sections in ANSI/ASHRAE 103-2017
(11.3.11.3, 11.5.11.1, and 11.5.11.2). 87
FR 14622, 14631. DOE did not receive
comment on this topic and is finalizing
this amendment as proposed in the
March 2022 NOPR.
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c. Cycle Timings

ANSI/ASHRAE 103-2017 includes
calculations, originally included in
ANSI/ASHRAE 103-2007, for
determining the average on-time and
off-time per cycle for two-stage and
modulating boilers, rather than
assigning fixed values as in ANSI/
ASHRAE 103-1993. DOE received
comments in response to the May 2020
RFI generally indicating that these
updated cycle timings are more
representative. DOE referenced test data
from the previous rulemaking to
ascertain the potential impact of this
update and tentatively determined that
the new method would be more
representative and not unduly
burdensome and have minimal impact
on AFUE ratings. 87 FR 14622, 14628.
Therefore, DOE proposed to adopt the
updated cycle times via adoption of the
ASHRAE 103-2017 as the reference

standard in the newly proposed
appendix EE. 87 FR 14622, 14630.

In addition, DOE discussed that data
collected for the January 2016 Final
Rule 17 for three models of condensing,
modulating boilers showed that the
changes in on-cycle and off-cycle times
resulted in changes in AFUE of 0.11,
—0.50, and 0.22 percent, respectively.
For two models of non-condensing,
modulating boilers, calculating the
AFUE based on the on-cycle and off-
cycle times in ANSI/ASHRAE 103-2007
changed the AFUE by 0.11 and —0.14
percent, respectively. 87 FR 14622,
14630.

In response to the March 2022 NOPR,
BWC stated that it agreed with DOE’s
conclusion that the new average use
cycle calculations from ANSI/ASHRAE
103-2017 are more representative for
modulating boilers and have little
impact on efficiency ratings. (BWC, No.
19 at p. 4) The CA IOUs stated the

ANSI/ASHRAE 103-2017 on/off time
per cycle more accurately represents the
typical operation for two-stage,
modulating, and condensing boiler
technologies. (CA IOUs, No. 20 at p. 1)

AHRI requested that DOE provide
more data regarding the impacts of cycle
timing on condensing models. (AHRI,
No. 26 at p. 3)

In response to this request, DOE has
conducted testing on two additional
modulating condensing boilers to
investigate the impact of the revised
cycle timings on AFUE. Data collected
from this testing is shown in Table III.1.
For this investigation, DOE used the
updated steady-state efficiency
calculation method discussed in section
IILE of this final rule for both the ANSI/
ASHRAE 103-1993 and ANSI/ASHRAE
103-2017 results such that the only
variable influencing differences in
AFUE ratings would be the cycle
timings.

TABLE IIl.1—IMPACT OF CYCLE TIMINGS ON AFUE FOR MODULATING CONDENSING BOILERS

ANSI/ASHRAE 103-1993 ANSI/ASHRAE 103-2017 Change in
Model Cycle timings AFUE Cycle timings AFUE ( pélr:é-(]alrz'nt)
(mm:ss) (percent) (mm:ss) (percent) P
Unit No. 1 ........... 15:00 on/15:00 Off ...ccecvveveviieeeee. 90.98 | 23:10 on/11:05 off ...cccvvveeiireen, 91.43 +0.45
Unit No. 2 ........... 15:00 on/15:00 Off ....covvvvrviiecnnne. 91.61 | 20:29 on/11:50 Off ....eccvvrreviiriinens 91.46 -0.15

As indicated in Table III.1, the change
in cycle timings resulted in insignificant
changes to the AFUE values (+0.45
percent and —0.15 percent). These
additional sample points are consistent
with DOE’s tentative determination that
impacts to AFUE would be minimal as
a result of the updated cycle timings in
ANSI/ASHRAE 103-2017. Therefore,
manufacturers would not be required to
retest and rerate consumer boilers due
to this change. Based on the discussion
provided in the March 2022 NOPR,
consideration of comments from
interested parties, and this additional
test data, DOE has determined that the
updated approach in ANSI/ASHRAE
103-2017 increases the
representativeness of the test procedure
without being unduly burdensome.

During its testing of these two boilers,
DOE recognized that the determination
of cycle timings in Table 7 of ANSI/
ASHRAE 103-2017 does not specify the
precision to which these timings (ton
and torr) should be calculated (i.e., to
the nearest minute or second). ANSI/
ASHRAE 103-2017 provides no
indication of whether these cycle
timings can or should be rounded.

17 These data were presented at a public meeting
for the March 11, 2015, NOPR pertaining to test

Acknowledging that many testing
facilities may only be able to time the
burner cycling operation of the boiler
under test to the nearest second, DOE is
providing additional specification in
appendix EE to require that calculated
cycle timings shall be rounded to the
nearest second. This clarification is not
expected to impact results significantly
but serves to improve repeatability and
reproducibility of test results by
clarifying the duration of the cycle time.

d. Oversize Factor

The oversize factor for a boiler
indicates the ratio between the boiler’s
nominal capacity and the home’s
heating load. This factor is represented
by the symbol “o’” and is determined in
sections 11.2.8.3 and 11.4.8.3 of ANSI/
ASHRAE 103-1993 and sections
11.2.8.2 and 11.4.8.2 of ANSI/ASHRAE
103-2017.

ANSI/ASHRAE 103-2017 updates the
method for calculating the oversize
factor. While the oversize factor was
calculated from a lookup table based on
design heating requirement (“DHR”) in
ANSI/ASHRAE 103-1993, ANSI/
ASHRAE 103-2017 assigns a constant
value of 0.70 to o to represent the

procedures for furnaces and boilers and can be

national average oversize factor. Based
on DOE’s assessment of its test data,
DOE stated in the March 2022 NOPR
that this change would be unlikely to
have a substantive impact on AFUE
ratings because the calculations are not
particularly sensitive to changes in the
oversize factor value. Specifically, DOE
reviewed test data for three modulating,
condensing boilers and found that the
change in oversize factor from a
calculated value, as specified in ANSI/
ASHRAE 103-1993, to 0.7 changed the
AFUE rating by 0.01 AFUE percentage
points or less for all 3 models. 87 FR
14622, 14629. In the March 2022 NOPR,
DOE proposed to adopt the constant 0.7
oversize factor through incorporation by
reference of ANSI/ASHRAE 103-2017.
Id.

BWC supported DOE’s proposal to
adopt the constant 0.7 oversize factor
through incorporation of ANSI/
ASHRAE 103-2017. BWC’s analysis of
this proposal demonstrated that
adopting this approach would not have
a significant impact on overall product
efficiency. (BWC, No. 19 at p. 3)

Busse stated that the oversize factor
should be a constant value less than 0.4

found at www.regulations.gov/document/EERE-
2012-BT-TP-0024-0021.
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based on an Air Conditioning
Contractors of America (“ACCA”)
equipment selection checklist 18
indicating to installers that the selected
equipment should be less than or equal
to 140 percent of the designed total
heating load. Busse commented that in
the last 40 years, it has become apparent
that oversized equipment is less
efficient, such that a more appropriate
oversize factor of approximately 0.35 is
justified. (Busse, No. 22 at p. 6-7)

In response, DOE notes that
commenters did not provide field
statistics that would help to determine
what a national average representative
oversize factor would be, nor is DOE
aware of any such data. While
contractors may be oversizing boilers to
a lesser degree today than in the past,
DOE expects that many replacements
will be made on a like-for-like basis
such that the input capacity of the
replacement boiler will match that of
the previous boiler (and thus maintain
the same oversize factor as the previous
boiler). Without sufficient nationally
representative data to support deviation
from the industry-accepted oversize
factor specified in ANSI/ASHRAE 103—
2017, DOE is adopting the provision to
use a constant oversize factor of 0.70
through incorporation by reference of
ANSI/ASHRAE 103-2017. In addition,
as discussed previously in this
document and initially discussed in the
March 2022 NOPR, based on a review of
its test data DOE has determined that
this change would not substantively
impact on AFUE.

e. Annual Performance Metrics

ANSI/ASHRAE 103-2017 changes the
method for determining national
average burner operating hours
(“BOH”), average annual fuel energy
consumption (“Er”), and average annual
auxiliary electrical energy consumption
(“Eag”),1? especially for two-stage and
modulating products, based on a 2002
study from NIST.

The CA IOUs stated that ASHRAE
103-2017 utilizes differentiating
calculations for annual operating hours
and reduced fuel input rates that reflect
real-world operation conditions of
boilers that more accurately represents
the typical operation for two-stage,
modulating, and condensing boilers that
spend a significant amount of time

18 ACCA ““Verifying ACCA Manual S®
Procedures” brochure, www.acca.org/HigherLogic/
System/DownloadDocumentFile.ashx?
DocumentFileKey=2f0a6828-2205-112-745f-
7215c¢9a85541&forceDialog=0. Last accessed
October 7, 2022.

19 A typographical correction to the
determination of Eag at 10 CFR 430.23(n) is
discussed in section IILF.5 of this final rule.

operating at part-load conditions. (CA
I0Us, No. 20 at p. 1)

These additional annual performance
metrics are not required for
representations or certifications to DOE
at this time. Federal Trade Commission
product labeling requirements at 16 CFR
305.8 specify that determinations of
estimated annual energy consumption,
estimated annual operating cost, and
energy efficiency rating must be
determined in accordance with the
testing and sampling provisions
required by DOE as set forth in subpart
B of 10 CFR part 430. For boilers, the
product labeling provisions are
specified at 16 CFR 305.20(f) and
currently only require AFUE to be
presented. Thus, manufacturers are not
required to report BOH, Ep, or Esg for
consumer boilers as of this final rule.
However, manufacturers may
voluntarily represent these values. To
ensure that any voluntary
representations of these values are
conducted in accordance with the DOE
test procedure, DOE is adopting the
revised calculation methods in ANSI/
ASHRAE 103-2017 for BOH, Ef, and

EAk.
f. Measurement of Relative Humidity

The current DOE test procedure at
appendix N, through incorporation by
reference of ANSI/ASHRAE 103-1993,
specifies limitations on the relative
humidity of the ambient air of the test
chamber when testing a condensing
boiler. Sections 9.2 and 9.8.1 of ANSI/
ASHRAE 103-1993 state, “The
humidity of the room air shall at no
time exceed 80 percent” but do not
provide instruction on the
instrumentation necessary to measure
the relative humidity. ANSI/ASHRAE
103-2017 provides new requirements in
section 8.5.1 to follow ANSI/ASHRAE
41.6-2014 in order to measure relative
humidity for testing condensing boilers.
Because the DOE test method and ANSI/
ASHRAE 103-1993 currently limit
relative humidity allowed during
testing, DOE reasoned in the March
2022 NOPR that relative humidity
already must be measured under the
current procedure; thus, DOE tentatively
concluded that the method prescribed
by ANSI/ASHRAE 103-2017 would
likely be similar to current practices and
requested comment on this topic. 87 FR
14622, 14636—-14637.

Busse suggested that DOE should
verify that ANSI/ASHRAE 41.6-2014
includes precision and calibration
requirements. (Busse, No. 22 at p. 9-10)
DOE has reviewed ANSI/ASHRAE 41.6—
2014 in detail and notes that it provides
setup and calibration methods for both
psychrometers and hygrometers (two

types of instruments which can be used
to measure relative humidity). Section 6
of ANSI/ASHRAE 41.6-2014 provides
calibration requirements, and sections 7
and 8 of ANSI/ASHRAE 41.6-2014
provide measurement methods,
precision requirements, and
measurement uncertainty analysis.

As discussed further in section IILK of
this document, DOE received comments
indicating that introducing these new
requirements for measurement and
instrumentation would not be unduly
burdensome to industry. In this final
rule, DOE is incorporating by reference
ANSI/ASHRAE 41.6-2014 in appendix
EE for the purpose of performing the
required humidity measurement.

2.1IEC 62301 and ASTM D2156-09

DOE noted in the May 2020 RFI that
the version of IEC 62301 currently
incorporated by reference in appendix N
is still the most recent version, and the
most recent iteration of ASTM D2156—
09 is a version reapproved in 2018 that
did not contain any changes from the
2009 version. 85 FR 29352, 29355. DOE
did not receive any comments
pertaining to its incorporation by
reference of IEC 62301 or ASTM D2156—
09 and in the March 2022 NOPR
proposed to maintain the current
reference to IEC 62301, and to update
the reference to ASTM D2156-09 to
reflect the version that was reapproved
in 2018. 87 FR 14622, 14628. DOE did
not receive any comments related to its
incorporation by reference of these
standards. In this final rule, DOE is
finalizing their adoption for appendix
EE as proposed.

E. Steady-State Efficiency for
Condensing Modulating Boilers

In the May 2020 RFI and the March
2022 NOPR, DOE discussed that ANSI/
ASHRAE 103-1993 and ANSI/ASHRAE
103-2017 yield a circular reference
when calculating the steady-state
efficiency for condensing modulating
boilers. 85 FR 29352, 29357; 87 FR
14622, 14629.

As discussed in the March 2022
NOPR, the circular reference arises
within the calculation of steady-state
efficiencies at maximum and minimum
input rate, which depends in part on the
steady-state heat loss due to condensate
going down the drain at the maximum
and reduced input rates. (See section
11.5.7.3 of ANSI/ASHRAE 103-2017,
which refers to section 11.3.7.3.) The
steady-state heat loss due to condensate
going down the drain at the maximum
and minimum input rates is calculated
in part based on the national average
outdoor air temperature at the
maximum and minimum input rates.


http://www.acca.org/HigherLogic/System/DownloadDocumentFile.ashx?DocumentFileKey=2f0a6828-2205-e112-745f-7215c9a85541&forceDialog=0
http://www.acca.org/HigherLogic/System/DownloadDocumentFile.ashx?DocumentFileKey=2f0a6828-2205-e112-745f-7215c9a85541&forceDialog=0
http://www.acca.org/HigherLogic/System/DownloadDocumentFile.ashx?DocumentFileKey=2f0a6828-2205-e112-745f-7215c9a85541&forceDialog=0
http://www.acca.org/HigherLogic/System/DownloadDocumentFile.ashx?DocumentFileKey=2f0a6828-2205-e112-745f-7215c9a85541&forceDialog=0
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(See section 11.5.7.2 of ANSI/ASHRAE
103-2017, which refers to section
11.3.7.2.) The national average outdoor
air temperatures at the maximum and
minimum input rates are both a
function of the balance point
temperature. (See section 11.5.8.3 of
ANSI/ASHRAE 103-2017, which refers
to section 11.4.8.3.) The balance point
temperature is calculated based on the
oversize factor at maximum input rate
(which is, as discussed previously, a
constant value in ANSI/ASHRAE 103-
2017) and the ratio of the heating
capacity at the minimum input rate to
the heating capacity at the maximum
input rate. (See section 11.5.8.4 of
ANSI/ASHRAE 103-2017, which
references section 11.4.8.4.) The heating
capacities at the minimum and
maximum input rates are calculated
based in part on the steady-state
efficiencies at minimum and maximum
input rates, respectively. (See section
11.5.8.1 of ANSI/ASHRAE 103-2017,
which references section 11.4.8.1.) If the
calculations were interpreted to refer
back to the steady-state efficiencies at
minimum and maximum input rates for
a modulating, condensing model, as
determined by section 11.5.7.2 of ANSI/
ASHRAE 103-2017, a circular reference
would result.

However, since there is no specific
instruction to use the values as

Te = Tsy — | (Tsu — Toar) (1 + @) <

Where:

Tsu = typical average outdoor temperature at
which a boiler starts operating, 65 °F

Toa,r = the typical outdoor design
temperature, 5 °F

o = oversize factor, as defined in 11.4.8.2 [of
ANSI/ASHRAE 103-2017]

Qv = steady-state nameplate maximum fuel
input rate

Qinr = steady-state reduced input fuel input
rate

Ls.ssr = average sensible heat loss at steady
state, reduced input operation

Ls,ss = average sensible heat loss at steady
state, maximum input operation

In reviewing this equation, DOE
agrees that the recommended equation
adequately resolves the circular
reference issue in the same manner as
DOE proposed in the March 2022
NOPR, but with a simplified approach
to specifying the correct calculations for
determining the steady-state efficiency
for condensing modulating boilers.
Rather than determining Qour and
Qourr based on the steady-state
efficiencies Effyss and Effyssr (using
section 11.2.7 of ANSI/ASHRAE 103-

calculated by section 11.5.7.2, DOE
stated in the March 2022 NOPR that it
interprets ANSI/ASHRAE 103-2017 to
instruct that the steady-state efficiency
at maximum and reduced input rates be
determined as specified in section
11.4.8.1, which refers to section 11.4.7,
which in turn refers to section 11.2.7 for
the calculation of steady-state efficiency
for non-condensing, non-modulating
boilers. 87 FR 14622, 14629. The steady-
state efficiencies at maximum and
minimum input calculated using section
11.2.7 can then be used to obtain values
for output capacities at the maximum
and reduced input, which are needed to
calculate the balance point temperature,
the average outdoor air temperature at
maximum and minimum input, and
finally the heat loss due to condensate
going down the drain at maximum and
minimum input rates. Id.

In the March 2022 NOPR, DOE
proposed to add provisions to clarify the
approach for calculating steady-state
efficiencies at maximum and minimum
input rates for condensing, modulating
boilers using ANSI/ASHRAE 103-2017.
87 FR 14622, 14629. Specifically, DOE
proposed to codify provisions in section
10.1.2 of appendix EE to explain how to
calculate these values without a circular
reference, ultimately by referring back to
section 11.2.7 of ANSI/ASHRAE 103-
2017. 87 FR 14622, 14655.

Crown, U.S. Boiler, BWC, Rheem,
A.O. Smith, AHRI, and AGA & APGA all
supported DOE’s proposal to provide
additional specification that would
avoid a circular reference in the test
procedure. (A.O. Smith, No. 24 at p. 3;
AGA & APGA, No. 25 at p. 2) Rheem
recommended that each subsection in
section 10.1.2 of appendix EE should
not say “previous step” but should refer
to the appropriate subsection.
Specifically, Rheem recommended that
DOE present an equation for balance
point temperature, Tc, in which the
variables used in the equation reference
the relevant sections in ANSI/ASHRAE
103-2017. (Rheem, No. 18 at p. 3)
Crown, U.S. Boiler, BWC, and AHRI all
recommended the same revision for
section 10.1.2 to improve the clarity of
the section. (Crown, No. 16 at p. 3; U.S.
Boiler, No. 17 at p. 2-3; BWC, No. 19
at p. 3; AHRI, No. 26 at p. 2-3)
Specifically, the commenters
recommended revising section 10.1.2 to
replace the output capacity parameters
Qourr and Qour as follows:

10.1.2 Calculate the balance point
temperature (Tc) for condensing,
modulating boilers by using the
following equation in place of that
referenced by 11.5.8.4 [of ANSI/
ASHRAE 103-2017]:

2017) to calculate Tc, the suggested
equation simply inserts the appropriate
variables directly into the equation for
Tc, providing the same result. DOE is
therefore adopting this revised equation
in section 10.1.3 of appendix EE.

F. Corrections and Clarifications
1. Off-Cycle Losses

In response to the March 2022 NOPR,
several commenters indicated that
ANSI/ASHRAE 103-2017 has a
typographical error in the equations
used to determine LI,OFFI and Ls’oppl
(off-cycle infiltration and sensible
losses, respectively). Specifically,
Crown and U.S. Boiler stated there is an
error in section 11.2.10.8 of ANSI/
ASHRAE 103-2017 for the calculation
of Ly orr1. Crown and U.S. Boiler stated
that the equation for Liorr in ANSI/
ASHRAE 103-1993 was erroneous
because Qv was multiplied by 60 when
it should have been divided by 60.
According to Crown and U.S. Boiler,
ASHRAE attempted to correct this error

QIN,R(lOO - LL,A - LS,SSR)]
Qin(100 = Ly 4 — Lgss)

in ANSI/ASHRAE 103-2007, but
inadvertently copied the equation for
Ls’oppl to LI,OFFI for units having pOSt-
purge times below 3 minutes, and this
error was not corrected in the 2017
edition. (Crown, No. 16 at p. 3; U.S.
Boiler, No. 17 at p. 3) Similarly, Rheem
identified this issue involving the factor
of 60 in the equations for Ls orr1 and
Liorr and asked DOE to evaluate the
impact on ratings. (Rheem, No. 18, p. 6)
DOE has examined the equations for
Ls’oppl and LI,OFFI in ANSI/ASHRAE
103-2017 and understands that the
factor of 60 is used to convert the cycle
times (reported in minutes) into hours
because the input rate is expressed in
terms of Btu/h. Thus, the cycle times
must be divided by 60 to convert these
values into hours. Section 11.2.10.6 of
ANSI/ASHRAE 103-2017 performs this
operation correctly for determining
Ls.orr1, but the factor of 60 is used
incorrectly in sections 11.2.10.6 and
11.2.10.8 of ANSI/ASHRAE 103-1993.
As Crown and U.S. Boiler indicated,
industry has been aware of this error
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since the development of ANSI/
ASHRAE 103-2007. As such, DOE
expects that current ratings are
determined based on the corrected use
of the factor of 60. In particular, DOE is
aware that the Gas Appliance
Manufacturers Association (GAMA) 20
developed a computer program to
calculate AFUE.21 DOE has reviewed a
version of this program (dated October
15, 2003) and determined this
calculation was corrected in the
underlying code. Based on this finding,
correcting the use of the factor of 60 (by
incorporating by reference ANSI/
ASHRAE 103-2017) should not affect
the ratings of products which have
already been tested and certified.
Furthermore, these calculations apply
only to consumer boilers that have
system numbers 2, 3, or 4 with post-
purge times greater than 30 seconds,
which DOE understands to be a
relatively low fraction of the market
based on its own compliance testing.

DOE notes that section 11.2.10.8 of
ANSI/ASHRAE 103-1993 provided the
correct equation for Li orri for models
with post-purge periods that are less
than or equal to 3 minutes (albeit with
the aforementioned error with the factor
of 60).

The equation for L 1 orr: for models
with post-purge periods that are greater
than to 3 minutes is corrected in ANSI/
ASHRAE 103-2017 and is adopted in
this final rule through incorporation by
reference.

2. Conversion Factor for British Thermal
Units

In the March 2022 NOPR, DOE noted
inconsistencies in the conversion factors
from watts (W) or kilowatts (kW) to
British thermal units per hour (Btu/h),
in which some sections used a
conversion factor of 3.412 and other
sections use 3.413. 87 FR 14622, 14634.
DOE stated that the conversion factor
between watts and Btu/h is generally
accepted to be 1 watt = 3.412142 Btu/
h (or 1 Btu/h = 0.2930711 watts), as
published in the 2021 ASHRAE
Handbook—Fundamentals.?2 Id. This
value is more appropriately rounded to
3.412 W/(Btu/h); therefore, DOE
proposed correcting the test procedures
to use 3.412 W/(Btu/h) in all
calculations where 3.413 W/(Btu/h) was
previously used. Id. DOE stated in the
March 2022 NOPR that it did not expect
this correction to affect AFUE ratings.
Id.

DOE did not receive comments on
this topic. For the reasons discussed
here and in the March 2022 NOPR, this
final rule implements a conversion
factor of 3.412 in each instance within
new appendix EE. DOE also amends
appendix N—which will remain
applicable to consumer furnaces other
than boilers—to use the corrected
conversion factor.

3. Oil Pressure Instrumentation Error

Section 6.3 of ANSI/ASHRAE 103—
2017 states, “Instruments for measuring
gas, oil, air, water, and steam pressure
shall be calibrated so that the error is no

greater than the following.” However,
the specifications that follow omit the
instrumentation requirements
applicable to measuring oil pressure.
Section 6.3(b) of ANSI/ASHRAE 103—
1993 included the oil pressure
specification.

In response to the March 2022 NOPR,
Rheem commented that DOE should
add the oil pressure instrumentation
specification from ANSI/ASHRAE 103-
1993 to section 5 of the new appendix
EE test procedure. (Rheem, No. 18 at p.
6)

This final rule reinstates the omitted
provisions from section 6.3 of ANSI/
ASHRAE 103-1993 in section 5 of
appendix EE.

4. Gas Inlet Conditions

Section 7.1 of appendix N references
Table 1 of ANSI/ASHRAE 103-1993 for
maintaining the gas supply, ahead of all
controls for a furnace,2? at an acceptable
test pressure. The natural gas inlet
pressure shall be between the “normal”
and “increased” values shown in Table
1 of ANSI/ASHRAE 103-1993. Table 1
in ANSI/ASHRAE 103-2017 provides
identical gas inlet pressures to those in
ANSI/ASHRAE 103-1993 (this table is
presented in section 8.2.1.3 of ASHRAE
103-2017, which is excluded from
reference in the current appendix N test
procedure). Table 1 also specifies the
specific gravity of the test gases. The
pressures and specific gravity of the test
gases are reproduced in Table III.2 of
this document.

TABLE I1l.2—NATURAL GAS INLET PRESSURES AND SPECIFIC GRAVITY OF TEST GASES IN TABLE 1 OF ANSI/ASHRAE

103—1993 AND ANSI/ASHRAE 103-2017

Test pressure Specifi
. pecific
Type (inches water column) gravity
Normal Increased (air = 1.0)
I E= L8 | SRS 7.0 10.50 .65
Manufactured ... 3.5 5.25 .38
Butane .... 11.0 13.00 2.00
PIOPANE .. ettt E bt ettt et n e nees